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PROJECT SUMMARY

PROJECT TITLE:
WASHINGTON MONUMENT VISITOR SCREENING FACILITY

PROJECT LOCATION:
NATIONAL MALL AND MEMORIAL PARK
WASHINGTON, DC

CONTRACT NO: P14PC00250
PMIS NO: 151073

PROJECT DESCRIPTION:
SINGLE LEVEL GLASS AND STEEL CONDITIONED VISITOR
SCREENING FACILITY WITH BALLISTIC AND BLAST
PROTECTION, FOR ENTRY TO WASHINGTON MONUMENT.

DESIGN PHASE:
100% DRAFT CONSTRUCTION DOCUMENT SUBMISSION

BUILDING CODE SUMMARY:

2013 DISTRICT OF COLUMBIA BUILDING CODE SUPPLEMENT (DCMR)
2012 INTERNATIONAL BUILDING CODE (IBC)
2012 INTERNATIONAL FIRE CODE (IFC)
2012 INTERNATIONAL FUEL GAS CODE (IFGC)
2012 INTERNATIONAL MECHANICAL CODE (IMC) -

(AS REFERENCED BY 2012 IBC)
2012 INTERNATIONAL PLUMBING CODE - INCLUDING AMENDMENTS
2011 NATIONAL ELECTRICAL CODE (NEC)
2012 NATIONAL FIRE PROTECTION ASSOCIATION (NFPA) FIRE CODE -

INCLUDING AMENDMENTS
2012 NFPA 101 LIFE SAFETY CODE - INCLUDING AMENDMENTS
ARCHITECTURAL BARRIERS ACT (ABAAS) 2004
NPS-NCR FIRE PROTECTION SYSTEM REQUIREMENTS, REVISED APRIL 24, 2008

CODE AND OCCUPANCY ANALYSIS:

CODE AND OCCUPANCY ANALYSIS BASED UPON IBC 2012,
-SECTION 303 ASSEMBLY GROUP A
-SECTION 1004, OCCUPANT LOAD, TABLE 1004.1.1.

GROSS FLOOR AREA:

PAVILION BASEMENT.........................
PAVIILION FIRST FLOOR....................
EXISTING MONUMENT FIRST FLOOR..
ROOF...............................................

420 SF
649 SF
500 SF
0 SF

TOTAL FIRST FLOOR OCCUPANCY COUNT: 81 PEOPLE BY CALCULATION
(THROUGH TICKETING AND STAFFING)

   240 PEOPLE BY OPERATION

OCCUPANCY LOADS AND EGRESS REQUIREMENTS:

USE GROUP ASSEMBLY, A-3

MAX. FLOOR AREA ALLOWANCE PER OCCUPANT (IBC 2012 TABLE 1004.1.1):
1. ASSEMBLY WITHOUT FIXED SEATS, CONCENTRATED (MULTIPURPOSE ROOM): 7 NET
2. EXHIBIT AREAS: 30 NET

CODE AND OCCUPANCY ANALYSIS:

WATER CLOSET (WC) RATIOS: 1 PER 65 (FEMALES)
1 PER 125 (MALES)

TOTAL STAFF OCCUPANTS: (8) PEOPLE = 1 WC, 1 LAVATORY

TYPE CONSTRUCTION (PER TABLE 503 AND SECTION 403.3.1): IIB

ALLOWABLE HEIGHT: 3 STORIES
ALLOWABLE SINGLE FLOOR AREA: 23,000 SF

FIRE PROTECTION SYSTEMS REQUIREMENTS AND FIRE RESISTANCE RATINGS:

AUTOMATIC SPRINKLERS: NO

FIRE ALARM SYSTEM: YES

FIRE RESISTANCE RATING REQUIREMENTS (HOURS):

PRIMARY STRUCTURAL FRAME ............................ 0

BEARING WALLS
EXTERIOR........................................................ 0
INTERIOR......................................................... 0

NON-BEARING WALLS AND PARTITIONS
INTERIOR......................................................... 0

FLOOR CONSTRUCTION & SECONDARY MEMBERS...... 0

ROOF CONSTRUCTION & SECONDARY MEMBERS........ 0
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CURRENT PROPOSED
LOCATION OF GEOTHERMAL

WELL FIELD (SEE CIVIL
DRAWINGS)

LOCKED CHAIN LINK GATE
INBOARD OF BOLLARDS

(TYP. AT ALL FOUR SIDEWALKS)
PROVIDE "SIDEWALK
DETOUR" SIGNAGE.

PROVIDE "SIDEWALK
DETOUR" SIGNAGE.

LOCKED CHAIN LINK GATE
INBOARD OF BOLLARDS

(TYP. AT ALL FOUR
SIDEWALKS)

CHAIN LINK SECURITY
FENCE INBOARD OF

SECURITY WALL, UNLESS
OTHERWISE NOTED

PREVIOUS LOCATION OF
PROPOSED GEOTHERMAL

WELL FIELD

LOCKED CHAIN LINK GATE
INBOARD OF BOLLARDS

(TYP. AT ALL FOUR
SIDEWALKS)

PROVIDE "SIDEWALK
DETOUR" SIGNAGE

LOCKED CHAIN LINK GATE
INBOARD OF BOLLARDS
(TYP. AT ALL FOUR
SIDEWALKS)

PROVIDE "SIDEWALK
DETOUR" SIGNAGE

ELECTRIC TIE-IN FOR TRAILER. ELECTRICAL POWER
FROM EXISTING SYSTEM IS AVAILABLE FOR SITE
OFFICES ONLY.

SYLVAN THEATRE AND RESTROOM TO REMAIN
OPEN TO PUBLIC.

APPROXIMATE LOCATION
OF TEMPORARY
CONSTRUCTION ROADWAY

CHAIN LINK SECURITY FENCE
OUTBOARD OF SECURITY WALL
ALONG SOUTHERN PORTION OF
WALL BETWEEN  PEDESTRIAN

ENTRANCES.

INSTALL K12 VEHICLE
DROP DOWN GATE;

PROVIDE AND INSTALL
LOCKED CHAIN LINK

GATE

VEHICLE ACCESS RAMP
EXTENDING OVER PERIMETER WALL

WATER TIE-IN FOR TRAILER

100'X75' AREA FOR SITE
OFFICES AND STAGING

REMOVE TOPSOIL AND STOCKPILE ON-
SITE FOR FUTURE RE-USE. PROTECT
FROM WIND AND RAIN EROSION. LAY

FABRIC, GRAVEL BASE AS SPECIFIED OR
OTHERWISE DIRECTED BY THE

CONTRACTING OFFICER.

WOOD ENCLOSURE FENCE
OUTBOARD OF STAGING AREA AND

SITE OFFICES

PROVIDE "SIDEWALK
DETOUR" SIGNAGE.

PROVIDE "SIDEWALK
DETOUR" SIGNAGE.

PROVIDE "SIDEWALK
DETOUR" SIGNAGE. 1. EXISTING TREES, SIDEWALKS, GRANITE

CURBS, HANDICAP RAMPS (IF ANY).
WAYFINDING SIGNS, AND ALL OTHER
STREETSCAPE FEATURES MUST BE
PROTECTED.
2. INSTALL SEDIMENT AND EROSION
CONTROL MEASURES INCLUDING INLET
PROTECTION, SILT FENCE, AND TREE
PROTECTION. SEE CIVIL DRAWINGS.
3. AT COMPLETION OF CONSTRUCTION, ALL
TEMPORARY SEDIMENT AND EROSION
CONTROL MEASURES SHALL BE REMOVED.
SEE CIVIL DRAWINGS.
4. EXISTING JEFFERSON PIER: CONTRACTOR
TO PROTECT STONE PIER AND FOUNDATION
DURING ENTIRE PROJECT. PROTECTION MAY
NOT BE DIRECTLY AFFIXED TO THE PIER
AND MUST BE REMOVED AT THE
COMPLETION OF THE PROJECT. DRILLING
RIG SHALL NOT BEAR ON, BE PLACED
OVER, OR WITHIN 5 FEET OF PIER OR
FOUNDATION. MONITOR EXISTING TO
PROHIBIT UNDERMINING DURING ENTIRE
PROJECT.
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PIER (SEE NOTE 4)

TIDAL BASIN

JEFFERSON DRIVE S.W.

MADISON DRIVE N.W.

EXISTING
UNDERGROUND

BUNKER 2

EXISTING
UNDERGROUND

BUNKER 1

EXISTING
TEMPORARY VISITOR
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PROPOSED VISITOR
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LEGEND - LIFE SAFETY
EGRESS COUNTS ARE DERIVED
FROM TICKETED ENTRY PROTOCOL.
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0

REQUIRED OCCUPANCY EGRESS

PROVIDED OCCUPANCY EGRESS

START EXITTRAVEL
DISTANCE

136'-9"

FEC FIRE EXTINGUISHER CABINET

GENERAL NOTES:

1. ALL ROUTES ARE ACCESSIBLE.
2. SEE ELECTRICAL DRAWINGS FOR

EXIT SIGN LOCATIONS.
3. STUDY AND CONFIGURATION OF

LIFE SAFETY REQUIREMENTS FOR
EXISTING MONUMENT NOT IN
SCOPE OF THIS PROJECT.
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DN

DEMOLISH ALL EXISTING EXTERIOR
AND INTERIOR WALLS, WINDOWS,
DOORS, CEILINGS, CASEWORK,
HVAC, AND PLUMBING SYSTEMS.
SALVAGE AND REUSE MATERIALS FOR
SITE CONSTRUCTION OFFICES IF
POSSIBLE.

REMOVE AND SALVAGE EXISTING
STONE PAVING AS NECESSARY
UP TO MONUMENT DOOR
THRESHOLD. SEE CIVIL
DRAWINGS FOR EXTENT OF
PAVER REMOVAL NECESSARY
FOR UTILITIES.

DEMOLISH ALL ELECTRICAL
SYSTEMS BACK TO INSIDE
OF MONUMENT FROM
PUBLIC AREAS. SEE
ELECTRICAL DRAWINGS FOR
ADDITIONAL SPECIFICATIONS.

CLEAN ANY REMAINING  RESIDUE
FROM MONUMENT STONE FACADE
FOLLOWING REMOVAL OF EXTERIOR
AND INTERIOR WALLS.

PROTECT EXISTING
DOORS,
METAL GATES, INTERIOR
AND EXTERIOR
FINISHES OF EXISTING
MONUMENT
DURING DEMOLITION
AND CONSTRUCTION.

EXISTING PAVING TO REMAIN;
SEE CIVIL DRAWINGS FOR
LIMITS OF DISTURBANCE

EXISTING
ELEVATOR

EXISTING
STATUE

EXISTING STONE
MONUMENT
STRUCTURE

EXISTING STONE DOORS
TO REMAIN

EXISTING
MECH. RM

EXISTING
STAIR

EXTENT OF
EXISTING FLOORING
TO REMAIN

A1.1

2
A1.2

A1.1

4
A1.2

A1.1

3
A1.2

PROVIDE WEATHERPROOF
TEMPORARY WALL
WITH ACCESS DOOR

REMOVE EXISTING FENCE
AND GATE

A1.1

4
A3.1

REMOVE AND REINSTALL
EXISTING LIGHT FIXTURE

REMOVE AND
REINSTALL EXISTING
LIGHT FIXTURE

EXISTING LIGHT
FIXTURES TO REMAIN

LEGEND - DEMOLITION
EXISTING MONUMENT
OUTSIDE SCOPE OF WORK
U.O.N.

EXISTING STONE MONEMENT
STRUCTURE

GENERAL NOTES

1. PROTECT ALL EXISTING SURFACES
AND SURROUNDING AREAS OF THE
EXISTING FACILITY INCLUDING PATHWAYS
FOR REMOVALS ACROSS THE LAWN.

2. CAREFULLY REMOVE EXISTING FACILITY
TO NOT DAMAGE THE EXISTING
MONUMENT OR STONE PLAZA

3. DEMOUNT PANELS, CONDUIT, FENCES,
BUILDING COMPONENTS IN A MANNER
THAT DOES NOT DAMAGE THE EXISTING
MONUMENT OR STONE PLAZA

4. NOTE AREAS THAT REQUIRE CLEANING
OF THE MONUMENT AND PLAZA FROM
THE REMOVALS AND PROVIDE CLEANING
METHODOLOGY IN COMPLIANCE WITH
SPECIFIED PROCESSES FOR APPROVAL
BEFORE CLEANING ANY SURFACES

5. INSTALL TEMPORARY WEATHER
ENCLOSURE AT EXISTING DOOR TO
MONUMENT WITH NO DIRECT
ANCHORAGES OR ADHESIVES TO THE
MONUMENT TO PROVIDE A FULLY
REVERSIBLE SOLUTION.

6. PATCH ALL ANCHOR HOLES FROM
EXISTING ATTACHMENTS. SEE
SPECIFICATIONS FOR INFORMATION
RELATED TO PATCHING AND REPAIRING
HISTORIC MATERIALS.

7. REMOVE AND SALVAGE ALL
EXISTING EQUIPMENT.
CONTRACTOR TO COORDINATE ALL
REMOVALS WITH USPP.

EXISTING STONE PAVERS TO
BE REMOVED
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A1.1

2
A1.2

A1.1

4
A1.2

A1.1

3
A1.2

SEE
MECHANICAL
DRAWINGS FOR
DEMO OF ROOF
EQUIPMENT

LINE OF
EXISTING

MONUMENT

EXISTING FENCE TO BE DEMOLISHED

SALVAGE AND REUSE
EXISTING DOORS

IN CONSTRUCTION
TRAILER; CONFIRM

WITH NPS.

MONUMENT AT ENTRY
0' - 0"

TEMPORARY VISITOR CENTER ENTRY
-0' - 6 3/8"

EXISTING MONUMENT BEYOND

EXISTING WALLS
TO BE
DEMOLISHED

EXISTING WINDOWS
TO BE DEMOLISHED

SALVAGE AND REUSE DOORS IF POSSIBLE

MONUMENT AT ENTRY
0' - 0"

TEMPORARY VISITOR CENTER ENTRY
-0' - 6 3/8"

LINE OF
EXISTING
MONUMENT

EXISTING
WINDOWS TO BE
DEMOLISHED

EXISTING WALLS
TO BE
DEMOLISHED

MONUMENT AT ENTRY
0' - 0"

TEMPORARY VISITOR CENTER ENTRY
-0' - 6 3/8"

LEGEND - DEMOLITION
EXISTING MONUMENT
OUTSIDE SCOPE OF WORK
U.O.N.

EXISTING STONE MONEMENT
STRUCTURE

GENERAL NOTES

1. PROTECT ALL EXISTING SURFACES
AND SURROUNDING AREAS OF THE
EXISTING FACILITY INCLUDING PATHWAYS
FOR REMOVALS ACROSS THE LAWN.

2. CAREFULLY REMOVE EXISTING FACILITY
TO NOT DAMAGE THE EXISTING
MONUMENT OR STONE PLAZA

3. DEMOUNT PANELS, CONDUIT, FENCES,
BUILDING COMPONENTS IN A MANNER
THAT DOES NOT DAMAGE THE EXISTING
MONUMENT OR STONE PLAZA

4. NOTE AREAS THAT REQUIRE CLEANING
OF THE MONUMENT AND PLAZA FROM
THE REMOVALS AND PROVIDE CLEANING
METHODOLOGY IN COMPLIANCE WITH
SPECIFIED PROCESSES FOR APPROVAL
BEFORE CLEANING ANY SURFACES

5. INSTALL TEMPORARY WEATHER
ENCLOSURE AT EXISTING DOOR TO
MONUMENT WITH NO DIRECT
ANCHORAGES OR ADHESIVES TO THE
MONUMENT TO PROVIDE A FULLY
REVERSIBLE SOLUTION.

6. PATCH ALL ANCHOR HOLES FROM
EXISTING ATTACHMENTS. SEE
SPECIFICATIONS FOR INFORMATION
RELATED TO PATCHING AND REPAIRING
HISTORIC MATERIALS.

7. REMOVE AND SALVAGE ALL
EXISTING EQUIPMENT.
CONTRACTOR TO COORDINATE ALL
REMOVALS WITH USPP.

EXISTING STONE PAVERS TO
BE REMOVED
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GENERAL NOTES:

1. STONE FLOOR PAVING TO BE
SALVAGED FROM EXISTING &
RELAID TO MATCH EXISTING. NEW
STONE MATERIAL MUST MATCH
EXISTING.

2. ALL EXPOSED GWB & CONCRETE
WALLS AND CEILINGS TO BE
PAINTED PT-01 UNLESS
OTHERWISE NOTED

3. ALL DOORS TO BE PAINTED
UNLESS OTHERWISE NOTED

4. ALL BASE TRIM TO BE MT-01
UNLESS OTHERWISE NOTED

5. ALL FLOOR DIFFUSERS TO BE
SATIN FINISH STAINLESS STEEL
TYP. UNLESS OTHERWISE NOTED

6. ALL FLOOR DIFFUSERS TO BE
INSTALLED FLUSH WITH FINISH
FLOOR (INCLUDING AT SLOPED
AREAS) UNLESS OTHERWISE
NOTED

7. ALL INTERIOR EXPOSED CAST IN
PLACE CONCRETE WALLS AND
CEILINGS TO RECEIVE SKIM
COAT, U.O.N.

8. ALL INTERIOR EXPOSED
STRUCTURAL STEEL TO BE
PAINTED PT-02, U.O.N.
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DOOR SCHEDULE

Door
Tag Opening Location Width Height Rating

01 QUEUING 3' - 9" 8' - 4" BALLISTIC RATED
02 EXIT HALLWAY 3' - 9" 8' - 4" BALLISTIC RATED
03 QUEUING 3' - 1

7/8"
8' - 1
7/32"

BALLISTIC RATED

04 SECURE AREA 3' - 0" 7' - 0" BLAST RATED
05 SECURITY OFFICE 3' - 0" 7' - 0" -
06 4' - 0" 7' - 0" BLAST RATED
07 SECURE AREA 4' - 0" 7' - 0" BLAST RATED
08 EXIT HALLWAY 4' - 0" 8' - 0

15/32"
BALLISTIC RATED

09 RESTROOM 3' - 0" 7' - 0" -
10 3' - 6" 4' - 6" -
11 MECHANICAL ROOM 3' - 6" 7' - 0" -
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Floor Plan Detail -
Door 10
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SCALE A

SCALE AA6.3
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Door Elevations -
01, 02, 08

SCALE BA6.3
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GENERAL NOTES:
SEE SPECIFICATIONS FOR DOOR & FRAME
MATERIALS, BALLISTIC & BLAST RATINGS,
HARDWARE SCHEDULE.
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at GWB Wall (Head
Detail Similar)
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